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GENERAL NOTES:

1. ALL DOMESTIC WATER AND WASTE PIPING TO BE RUN IN CRAWLSPACE.

KEY NOTES:

>
@

&

DEDUCT ALTERNATE NO. 9 NOTES:

A.  MOVE SOIL DRAIN TILE TO REVISED LOCATION SHOWN ON
ARCHITECTURAL PLANS.

BALANCING VALVE - BALANCE TO 0.5 GPM

2. REFER TO PLUMBING CONNECTION SCHEDULE FOR BRANCH SIZE TAKE-
OFFS TO PLUMBING FIXTURES.

BALANCING VALVE - BALANCE TO 1.0 GPM

SOIL DRAIN TILE LOCATED 48" BELOW CRAWL SPACE FLOOR. SOIL DRAIN
3. PROVIDE ACTUATED BALL VALVES ON DOMESTIC WATER PIPES SERVING TILE TO BE LAID AT 1/16" SLOPE. SEE SPECIFICATION 334613.

PATIENT TOILET ROOMS AND SECURITY ROOMS. REFER TO DETAIL 2/P100.

4. PIPE OFFSETS SHOWN ON SHEETS P200 AND P201.

5. COORDINATE SOIL DRAIN TILE WITH SHEETS C201 AND C401.
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